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2. General 

These instructions must be read in addition to the ZOK-Zx Instruction Manual (or 
to the manual of the KOBOLD flowmeter, where the “ZOK-ExM” instrument is 
mounted), if you have purchased an ATEX/IECEx intrinsically safe certified ZOK-
Ex series instrument and intend installing it in a hazardous environment for which 
it is approved. 
The intrinsically safe certified instrument may be stand alone (ZOK-Ex) or fitted to 
a KOBOLD flowmeter with Ex-certified pulse sensor. 
 
The instruction manuals on our website www.kobold.com are always for currently 
manufactured version of our products. Due to technical changes, the instruction 
manuals available online may not always correspond to the product version you 
have purchased. If you need an instruction manual that corresponds to the 
purchased product version, you can request it from us free of charge by email 
(info.de@kobold.com) in PDF format, specifying the relevant invoice number and 
serial number. If you wish, the operating instructions can also be sent to you by 
post in paper form against an applicable postage fee. 
 
 
 

3. Conforming Standards 

The intrinsically safe units DON-1A…5A/ZOK-Ex are certified in accordance with 
the ATEX directive and IECEx scheme. Prior to installation, review the 
certification marking on the instrument label to confirm if it is appropriately 
certified for your region, suits the site classification and complies with your 
hazardous area philosophy. 
 
ATEX Directive 
Complies with ATEX directive 2014/34/EU  
Conforms to Standards: See certificate 
 
Instruments have also been assessed against the Essential Health and Safety 
requirements (ESHR’s) as defined in European Directive 2014/34/EU for  

II 2G. 
  
The instruments are certified for “ia” (intrinsically safe) protection suitable for gas 
group IIB and temperature class T4 in an ambient temperature of -20 to 
+60 deg C and are suitable for installation in Group II, Zone 1 and 2 areas. 
 
The instruments have also been tested to IEC 60529 and comply with a 
protection rating of IP66/67. 
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4. Overview 

The certified ZOK-Ex series is an indicator providing a display of flowrate, 
accumulated total and resettable total for potentially explosive areas. It can be 
loop powered, battery powered and/or dc powered via an approved associated 
apparatus such as an intrinsically safety barrier. 
In addition, when externally powered the certified ZOK-Ex series (not ZOK-E1) 
provides one or more outputs (depending on model and configuration). 
Further options are: 

 Dosing unit with one or two stage dosing using one or two opto-coupler 
outputs with switching function (model ZOK-E2) 

 Supply via 4-20 mA current loop proportional to the flow (model ZOK-E3) 
The optional alarm and/or pulse outputs must be driven each by a separate 
associated device: 

 Low flow and high flow rate alarm (model ZOK-E5) 
 Scaled pulse output for remote totalisation (model ZOK-E5) 

 
Note: The background lighting is deactivated in all ZOK-Ex electronics. 
 
 
 

5. Mechanical Installation (also refer to ZOK-Zx series Instruction 
manual) 

There are additional installation requirements to the Instruction Manual for 
certified ZOK-Ex series instruments in accordance with the ESHR’s as defined in 
annex II of the ATEX directive 2014/34/EU. 
 
The ambient temperature must be within the limits -20 to +60 °C. 
 
The electronic units must be installed in such a way that mechanical and thermal 
stresses are avoided. 
 
The instrument case is not considered to be an electrostatic risk; however, 
the equipment must not be installed in a position where it may be subjected 
to an excessive air flow or subjected to rubbing that may cause an 
electrostatic build up. In addition, the instrument shall only be cleaned with 
a damp cloth. 
 
In all installation’s appropriate local rules, regulations and directives governing 
instrument selection, installation practices and requirements must be followed. 
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6. Electrical Installation 

Power supply options: 
Most units can be driven through 3 different power options. The software of the 
ZOK-Ex units detects the power mode and enables / disables corresponding 
hard- and software functions. 

a. Battery powered (using intrinsically safe ATEX Battery-see Section 11): 
No electrical outputs, only unpowered sensors can be used (e.g. reed 
switch or certified induction coils). This power option can only be used with 
ZOK-E1 and ZOK-E3). 

b. External supply (operated by an intrinsically safe power supply). In 
combination with an external supply, only passive 2-wire sensors (e.g. 
reed switches, certified induction coils, or certified NAMUR sensor) or 
certified 3-wire sensors, which are supplied by a separate safety barrier 
and sensor signal is galvanically separated, can be used.  
The electrical outputs 4-20 mA (3-wire, ZOK-E3) or Pulse output / 
switching output (ZOK-E5) or switching outputs for the Dosage (ZOK-E2) 
can be used here. 

c. External loop powered 4-20mA (operated by intrinsically safe power 
supply). Only certified two-wire sensors without auxiliary power can be 
connected (reed switch as a simple device or certified induction coil). This 
wiring option can be implemented with ZOK-E3 devices. 

 
 

Input sensor options: 
a. Unpowered inputs: 
Reed switches are considered to be simple electrical equipment and can be used 
in EX zone 1, provided that the manufacturer has issued a conformity 
assessment or certification by a test authority. This applies to the reed switch 
sensor of the DON electronics option -HA. 
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b. Self-excited two-wire sensor (induction coil) 
Non-amplified Pick off coils from turbine meters are examples of this type of input. 
Pick-off coils must be I.S. certified and the entity parameters of the coil must not be 
less than the entity parameters of the ZOK-Ex instrument being: 
 
Vi = 8.2 VDC, Ii = 100 mA, Pi = 0.7 W 
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c. Sensors that require auxiliary power: 
Examples of this type of sensor are 3-wire sensors, pre-amplified coils of turbine 
knives or Namur proximity sensors. The voltage required to power the sensor 
comes from the approved power supply and flows through the ZOK-Ex device.  
These sensors must be certified and the input parameters of the sensor must not 
be smaller than the unit parameters of the ZOK-Ex instrument: 
 
Vi = 8.2 VDC, Ii = 100 mA, Pi = 0.7 W 
 
The power supply of the ZOK-Ex instrument must come from a certified source 
(commonly known as an isolating switch amplifier). The output parameters of the 
amplifier must not be higher than those of the ZOK-Ex device:  
 
Vi = 28 VDC, Ii = 100 mA, Pi = 0.7 W 
 
Connection examples with the DON sensor options -HA/KA/GA/DA are shown in 
section 12. 
 

d. Other sensors: 
Certified sensors that cannot be fed from the ZOK-Ex electronics can also be 
connected to the ZOK-Ex devices. For this purpose, the corresponding sensor 
must be supplied separately from an intrinsically safe power supply and the 
sensor signal must be transferred to the ZOK-Ex electronics in an electrically 
isolated manner (e.g. via an optocoupler output).  
In this case, the same connection diagram is recommended as for 3-wire 
sensors. (see c.)  
 
Electrical outputs (only ZOK-E2/E3/E5):  
The ZOK-Ex electronics (except ZOK-E1) are certified to provide different 
output signals (analog, switching or pulse signal). In order to be able to use the 
outputs, they must be operated with a separately constructed intrinsically safe 
circuit.  
In all cases, the output parameters of the associated power supply unit must not 
exceed the input parameters of the ZOK-Ex electronics:  
 
Vi = 28 VDC, Ii = 100 mA, Pi = 0.7 W 
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1. 2-wire 4-20 mA current loop (ZOK-E3):  
 
The ZOK-Ex electronics can be supplied by a two-wire 4-20 mA loop if the 
input sensor does not require a power supply from the ZOK-Ex device (reed 
switch or certified induction coil sensor).  
 

 
 
Connection examples with certified safety barrier can be found in 
section 12 
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2. 3-wire 4-20 mA output (ZOK-E3):  
 
The ZOK-Ex device can also be operated in a three-wire 4-20 mA 
configuration.  
 

 
 
Detailed connection examples with certified safety barrier can be found 
in section 12  
 

3. Dosing function / pulse or flow alarm (ZOK-E2 / E5):  
In the case of ZOK-E2 / E5 devices, the electronic assembly is equipped with 
an additional optocoupler board. This board offers 3 isolated passive 
optocoupler outputs for low-flow / high-flow alarm outputs and pulse output.  
 
In the ZOK-Ex versions, the standard connections for pulse and alarm outputs 
are deactivated, the signals are only output via the optocoupler outputs. The 
status output is not available for ZOK-Ex.  
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For ZOK-E5 with pulse output  
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For ZOK-E2 with dosing function 
Or for ZOK-E5 with 2 independent alarm outputs  
 
Detailed connection examples with certified safety barrier can be found 
in section 12  
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Note: All 3 outputs (4-20 mA, pulse and switching outputs) can be used 
at the same time if a separate intrinsically safe circuit is set up for each 
output signal with the aid of suitable certified safety barrier.  
 
In addition to the wiring requirements of the ZOK-Ex operating instructions, 
the appropriate local rules, regulations and guidelines for wiring practices for 
intrinsically safe installations must be followed.  
 
With regard to the cable selection and the permissible length, the associated 
device capacitance and inductance parameters must not be exceeded by the 
sum of the capacitances and the sum of the inductances within the loop.  
 
When calculating the permissible cable length, use the capacitance and 
inductance values of the ZOK-Ex from the Exi certificate.  
 
Certain regions like Europe allow the inductance / resistance ratio of the cable 
to be used instead of the sum of the inductances. In this case, the cable 
inductance / resistance ratio must be lower than the maximum inductance / 
resistance ratio permitted by the associated device. 
 
 
 

7. Programming 

Refer to ZOK-Zx instruction manual for programming, parameterization. 
 
 

8. Service 

The only replaceable item within the instrument is the EX battery pack and can be 
replaced as a complete unit. Only the certified intrinsically safe battery assembly 
ERS-BATEX036 may be used. This spare part can be ordered from the Kobold 
sales offices. 
 
 

9. Repair 

The ZOK-Ex series instruments must only be repaired by trained personnel using 
approved spares. Instruments requiring repair must therefore be returned to the 
manufacturer. 
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10. Label and ordering code 

Code Type Function Output Identifying label 

ZOK-E1M 

version for 
retrofitting 
for DON 

counter none 

ZOK-E2M dosing unit 
2 optocoupler 
outputs 

ZOK-E3M 
controller 
instrument 

4-20 mA 2/3-
wire 

ZOK-E5M 
pulse and 
switching output 

ZOK-E1K 

stand 
alone 
version 

stand-alone 
counter 

none 

ZOK-E2K 
stand-alone 
dosing unit 

2 optocoupler 
outputs 

ZOK-E3K stand-alone 
control 
instrument 

4-20 mA 2/3-
wire 

ZOK-E5K 
pulse and 
switching output 
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Warning: KOBOLD Intrinsically safe battery assembly 
P/No. ERS-BATEX036 only approved for  

ZOK-Ex instruments mounted in a hazardous area. 

I.S. battery assembly 
KOBOLD Article No. ERS-BATEX036 

11. Replacement ATEX Battery 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 

 
 
 
 

 
     Label on ATEX Battery 
 
Note: It is highly recommended to follow the instructions mentioned on the 
ATEX Battery label. 
 
Only the approved battery type ERS-BATEX036 may be used. 
Emptied batteries must not be recharged. 
Emptied batteries must be disposed of properly. 
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Mounting the ATEX Battery 
 
In case if the ATEX Battery is ordered separately, following steps need to be 
taken to connect it: 
 
1. The ATEX Battery should be plugged into the connector “ext Batt” on ZOK-Ex 

electronics and placed between the battery terminals as shown below: 
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2. The ATEX Battery should then be fixed with the help of a pre-mounted 
detachable cable tie. If the ZOK-Ex electronics is delivered together with the 
ATEX Battery, then the ATEX Battery will be fixed and connected from the 
factory but without battery connector ‘EX Bat’ connected. 

 

 
Cable tie 

 
 

 
 

How to tie: 
1. The cable tie is provided with rings over its body and one end of the cable tie 

has a ring eye. The open end of the cable tie is to be inserted in the bigger 
ring eye and should be pulled till the battery is completely fixed.  

 

Ring eye Ring Spacing 
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2. Once this is ensured, the spacing between the rings should be pushed into 
the narrow side of the ring eye. Hence locking the tie.  
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How to untie: 
In order to release the cable tie, the latter is pushed out again from the slot of the ring 
eye and can then be withdrawn from the ring eye again and opened. 
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12. Wiring examples (control drawings) 

12.1 Usage in Zone 1, Group IIB 
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12.2  Usage in Zone 1, Group IIB/IIC  
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12.3  Usage in Zone 1, Group IIC 

H
a

za
rd

o
u

s 
a

re
a

D
O

N
-*

**
1

A
/3

A
  O

va
l G

e
a

r 
F

lo
w

m
e

te
r,

 e
x

te
rn

a
l p

o
w

e
re

d
, w

it
h

o
u

t 
o

u
tp

u
ts

S
a

fe
 A

re
a

In
p

u
t e

xt
. s

e
n

so
rs

S
e

n
so

r

F
lo

w
m

e
te

r 
Z

O
K

-E
1M

*F
3

**

L
O

M
 1

6
 A

T
E

X
 2

0
6

2
 X

 /
2

  
  

  
II

 2
G

 E
x

 i
a

 I
IC

 T
4 

G
b

F
lo

w
m

e
te

r
D

O
N

-*
 *

* 
**

 *
* 

H
A

 *
 *

D
O

N
-*

 *
* 

**
 *

* 
B

A
 *

 *
D

O
N

-*
 *

* 
**

 *
* 

G
A

 *
 *

D
O

N
-*

 *
* 

**
 *

* 
K

A
 *

 *

P
o

w
e

r 
a

n
d

 4
-2

0
m

A
 in

p
u

t

Z
e

n
e

r 
b

a
rr

ie
r

G
ro

u
p

 II
C

, z
o

n
e

 1

-2
0

 °
C

 ≤
 T

a
 ≤

 6
0

 °
C

S
u

p
p

ly

GND 4 3 2 1 - + - +

Control Inputs Input B Input A

Sensor Supply

ex
t B

a
tt

S
er

vi
ce

S
ta

tO
ut

P
u

ls
e

O
u

t

O
ut

1

O
ut

2
Switch

OutG
N

D

In

O
u

t

Output
4-20mA

+
V

s

Supply G
N

D

H
A

/B
A

/G
A

/K
A

O
U

T
 H

A
/G

A

G
N

D

+
V

s

O
U

T
 D

A

ex
t.

 s
u

p
p

ly
 o

r 
lo

o
p

G
N

D
E

x
G

u
id

e 
19

 A
T

E
X

 0
0

07
   

  
 II

 3
G

 E
x

 i
c 

IIC
 T

4
/T

3 
G

c

V
e

rs
o

rg
u

n
g

P
E

1

78

2

3
00

R

28
V

20
 -

 2
6

V
D

C

P
E

E
x

G
u

id
e 

1
9

 A
T

E
X

 0
0

0
7

  
  

  
II

 2
G

 E
x

 h
 I

IC
 T

4
/T

3
 G

b

L
iY

C
Y

3x
0

,5
 m

m
2

Lm
ax

 =
 1

0
 m

L
iY

C
Y

2x
0

,5
 m

m
2

Lm
ax

 =
 4

0
 m

U
i =

 2
8

 V
d

c
Ii 

=
 1

00
 m

A
P

i =
 7

00
 m

W
C

i =
 v

e
rn

ac
hl

äs
si

gb
ar

L
i =

 v
e

rn
ac

hl
äs

si
gb

ar
-2

0
 °

C
 ≤

 T
a 

≤ 
60

 °
C

U
i ≤

 1
8,

5
 V

dc
Ii 

≤ 
1

00
 m

A
P

i ≤
 1

 W
C

i =
 2

70
nF

L
i =

 v
e

rn
ac

hl
äs

si
gb

ar
-2

0
 °

C
 ≤

 T
a 

≤ 
80

 °
C

R
E

E
D

H
A

L
L

U
o 

=
 8

,2
 V

dc
Io

 =
 1

00
 m

A
P

o 
=

 7
0

0 
m

W
C

o 
=

 3
 µ

F
L

o 
=

 s
ie

h
e 

Z
en

er
ba

rr
ie

re
-2

0 
°C

 ≤
 T

a 
≤ 

60
 °

C

P
&

F
 Z

7
2

8
B

A
S

 0
1

 A
T

E
X

 7
00

5
II 

(1
) 

G
 [E

x 
ia

 G
a]

 II
C

-2
0 

°C
 ≤

 T
a 

≤ 
60

 °
CC

C
   

≤ 
0

,2
n

F
/m

C
   

≤ 
1

uH
/m

L

C
   

≤ 
0

,2
n

F
/m

C
   

≤ 
1

uH
/m

L

si
m

pl
e

 a
pp

a
ra

tu
s

U
o 

=
 2

8 
V

dc
Io

 =
 9

3
 m

A
P

o
 =

 6
5

0 
m

W
C

o 
  

   
 =

 8
3 

n
F

L
o 

   
   

=
 4

,1
1

 m
H

IIC IIC

 



  ZOK-Ex 

ZOK-Ex K16/1123  page 23 

H
a

za
rd

o
u

s
 a

re
a

D
O

N
-*

**
2

A
/5

A
  O

va
l 

g
e

a
r 

F
lo

w
m

e
te

r 
m

it
 s

w
it

c
h

in
g

 o
u

tp
u

t

S
a

fe
 a

re
a

In
p

u
t e

xt
. s

e
ns

o
rs

F
lo

w
m

e
te

r
Z

O
K

-E
2M

*F
3*

*
Z

O
K

-E
5M

*F
3*

*

L
O

M
 1

6
 A

T
E

X
 2

0
6

2 
X

 /
2

   
  

 I
I 2

G
 E

x
 i

a
 II

C
 T

4
 G

b

F
lo

w
e

m
te

r
D

O
N

-*
 *

* 
**

 *
* 

H
A

 *
 *

D
O

N
-*

 *
* 

**
 *

* 
B

A
 *

 *
D

O
N

-*
 *

* 
**

 *
* 

G
A

 *
 *

D
O

N
-*

 *
* 

**
 *

* 
K

A
 *

 *

Z
en

e
r 

ba
rr

ie
r

S
u

p
p

ly

G
ro

u
p

 II
C

, 
zo

n
e

 1

-2
0 

°C
 ≤

 T
a

 ≤
 6

0 
°C

S
u

p
pl

y

S
ep

a
ra

to
r

S
u

p
p

ly

R
e

la
y 

o
u

tp
u

t

O
p

to
C

o
up

le
r 

B
o

a
rd

 e
a

ch
 o

u
tp

u
t

GND 4 3 2 1 - + - +

Control Inputs Input B Input A

Sensor Supply

ex
t B

a
tt

S
er

vi
ce

S
ta

tO
ut

P
u

ls
e

O
u

t

O
u

t1

O
u

t2

Switch
OutG

N
D

In

O
ut

Output
4-20mA

+
V

s

Supply G
N

D

H
A

/B
A

/G
A

/K
A

O
U

T
 H

A
/G

A

G
N

D

+
V

s

O
U

T
 D

A

G
N

D

E
xG

u
id

e
 1

9 
A

T
E

X
 0

0
07

   
   

II 
3G

 E
x 

ic
 II

C
 T

4
/T

3
 G

c

P
o

w
er

P
E

1

78

2

3
00

R

2
8V

20
 -

 2
6

V
D

C

P
E

E
x

G
u

id
e 

1
9

 A
T

E
X

 0
0

0
7

  
   

 I
I 2

G
 E

x
 h

 II
C

 T
4

/T
3

 G
b

L
iY

C
Y

3
x0

,5
 m

m
2

L
m

ax
 =

 1
0 

m

Li
Y

C
Y

2x
0,

5 
m

m
2

Lm
ax

 =
 4

0
 m

P
&

F
 K

F
D

2
-S

R
2-

E
x

1.
W

P
T

B
 0

0 
A

T
E

X
 2

08
0

-4
0 

°C
 ≤

 T
a 

≤ 
70

 °
C

II
 (

1
) 

G
 [E

x 
ia

 G
a

] I
IC

Battery 3,6V/2200mAH

O
pt

o
co

up
le

r 
bo

a
rd

Battery Size AA
3,6V/2200mAh Size AA
Battery Size AA
3,6V/2200mAh

C
o

lle
ct

o
r

C
o

lle
ct

o
r

C
o

lle
ct

o
r

E
m

itt
er

E
m

itt
er

E
m

itt
er

14 15

2+ 3
-

7 89

19
 -

 3
0V

D
C

1+

O
U

T
2

O
U

T
1

P
u

ls
e

O
u

t

S
3 

=
>

 p
o

s.
 I

I

S
e

ns
or

U
i ≤

 1
8,

5 
V

dc
Ii 

≤ 
10

0 
m

A
P

i ≤
 1

 W
C

i =
 2

70
n

F
Li

 =
 v

e
rn

a
ch

lä
ss

ig
b

ar
-2

0 
°C

 ≤
 T

a 
≤ 

80
 °

C

U
i =

 2
8

 V
dc

Ii 
=

 1
00

 m
A

P
i =

 7
0

0 
m

W
C

i =
 v

e
rn

a
ch

lä
ss

ig
ba

r
Li

 =
 v

er
n

ac
hl

ä
ss

ig
b

ar
-2

0
 °

C
 ≤

 T
a 

≤ 
60

 °
C

R
E

E
D

H
A

L
L

U
i ≤

 3
2 

V
dc

Ii 
≤ 

1
00

 m
A

P
i ≤

 1
 W

C
i =

 v
e

rn
a

ch
lä

ss
ig

b
a

r
L

i =
 v

e
rn

a
ch

lä
ss

ig
b

a
r

-2
0 

°C
 ≤

 T
a 

≤ 
60

 °
C

U
o 

=
 8

,2
 V

dc
Io

 =
 1

00
 m

A
P

o 
=

 7
0

0 
m

W
C

o 
=

 3
 µ

F
Lo

 =
 s

ie
he

 Z
en

e
rb

a
rr

ie
re

-2
0 

°C
 ≤

 T
a 

≤ 
60

 °
C

P
&

F
 Z

72
8

B
A

S
 0

1 
A

T
E

X
 7

00
5

II
 (

1
) 

G
 [E

x 
ia

 G
a

] I
IC

-2
0 

°C
 ≤

 T
a 

≤ 
60

 °
C

U
o 

=
 2

8
 V

dc
Io

 =
 9

3 
m

A
P

o 
=

 6
50

 m
W

ex
t.

 s
u

p
p

ly
 o

r 
lo

o
p

C
C

   
≤ 

0
,2

nF
/m

C
   

≤ 
1

uH
/m

L

C
C

   
≤ 

0,
2n

F
/m

C
   

≤ 
1u

H
/m

L

si
m

pl
e

 a
pp

a
ra

tu
s

U
o

 =
 1

0,
5

 V
dc

Io
 =

 1
3 

m
A

P
o 

=
 3

4 
m

W
C

o
   

   
 =

 2
,4

1 
uF

L
o 

   
   

=
 2

10
 m

H
II

C

II
C

C
o 

  
  

  
=

 8
3 

nF
Lo

   
   

 =
 4

,1
1

 m
H

II
C

II
C

L
iY

C
Y

2

L
m

ax
 =

 1
0 

m
2

x0
,5

 m
m

C
C

   
≤ 

0,
2n

F
/m

C
   

≤ 
1u

H
/m

L

 
 



ZOK-Ex 

page 24  ZOK-Ex K16/1123 

H
a

za
rd

o
u

s
 a

re
a

D
O

N
-*

**
3

A
  O

va
l g

e
a

r 
fl

o
w

m
e

te
r 

4
-2

0
m

A
 lo

o
p

 p
o

w
e

re
d

 w
it

h
 z

e
n

e
r 

b
a

rr
ie

r

S
a

fe
 a

re
a

In
p

u
t e

xt
. s

e
n

so
rs

F
lo

w
m

e
te

r 
Z

O
K

-E
3M

*F
3*

*

L
O

M
 1

6
 A

T
E

X
 2

0
6

2
 X

 /
2

  
  

  
II

 2
G

 E
x

 i
a

 I
IC

 T
4

 G
b

F
lo

w
m

e
te

r
D

O
N

-*
 *

* 
**

 *
* 

H
A

 *
 *

P
o

w
e

r 
a

n
d

 4
-2

0m
A

 in
p

u
t

Z
e

n
e

r 
b

a
rr

ie
r

S
u

p
p

ly

G
ro

u
p

 II
C

, z
o

n
e

 1

-2
0

 °
C

 ≤
 T

a
 ≤

 6
0

 °
C

S
u

p
p

ly

GND 4 3 2 1 - + - +

Control Inputs Input B Input A

Sensor Supply

ex
t 

B
a

tt
S

er
vi

ce

S
ta

tO
ut

P
u

ls
e

O
u

t

O
ut

1

O
ut

2

Switch
OutG

N
D

In

O
u

t

Output
4-20mA

+
V

s

Supply G
N

D

p
e

1

78

2

3
0

0R

2
8V

22
 -

 2
6

V
D

C

P
e

Li
Y

C
Y

2x
0

,5
 m

m
2

Li
Y

C
Y

2x
0

,5
 m

m
2

Lm
ax

 =
 4

0
 m

4
 -

 2
0

m
A

H
A

O
U

T
 H

A
/G

A

G
N

D

+
V

s

O
U

T
 D

A

G
N

D
E

x
G

u
id

e 
19

 A
T

E
X

 0
0

07
   

  
 II

 3
G

 E
x

 i
c 

IIC
 T

4
/T

3 
G

c

E
x

G
u

id
e 

1
9

 A
T

E
X

 0
0

0
7

  
  

  
II

 2
G

 E
x

 h
 I

IC
 T

4
/T

3
 G

b

m
a

x.
 lo

ad
10

0 
O

hm

P
&

F
 Z

72
8

B
A

S
 0

1
 A

T
E

X
 7

0
0

5
II

 (
1

) 
G

 [E
x 

ia
 G

a
] I

IC

-2
0

 °
C

 ≤
 T

a
 ≤

 6
0

 °
C

U
i =

 2
8 

V
dc

Ii 
=

 1
00

 m
A

P
i =

 7
00

 m
W

C
i =

 v
er

n
ac

hl
äs

si
gb

ar
Li

 =
 v

er
n

ac
hl

ä
ss

ig
ba

r
-2

0
 °

C
 ≤

 T
a 

≤ 
60

 °
C

ex
t.

 s
u

p
p

ly
 o

r 
lo

o
p

S
en

so
r

U
i ≤

 1
8,

5
 V

d
c

Ii 
≤ 

1
00

 m
A

P
i ≤

 1
 W

C
i =

 v
e

rn
ac

hl
äs

si
gb

ar
L

i =
 v

e
rn

ac
hl

äs
si

gb
ar

-2
0

 °
C

 ≤
 T

a 
≤ 

80
 °

C

U
o 

=
 8

,2
 V

dc
Io

 =
 1

00
 m

A
P

o 
=

 7
00

 m
W

C
o 

=
 3

 µ
F

L
o 

=
 s

ie
he

 Z
en

e
rb

ar
ri

er
e

-2
0 

°C
 ≤

 T
a 

≤ 
60

 °
C

R
E

E
D

H
A

LL
C

C
   

≤ 
0

,2
n

F
/m

C
   

≤ 
1

uH
/m

L

C
   

≤ 
0,

2n
F

/m
C

   
≤ 

1u
H

/m

si
m

pl
e 

ap
pa

ra
tu

s

U
o 

=
 2

8
 V

d
c

Io
 =

 9
3 

m
A

P
o 

=
 6

50
 m

W
C

o 
  

   
 =

 8
3

nF
L

o 
   

   
=

 4
,1

1 
m

H
IIC IIC

2

C L

Lm
ax

 =
 1

0
 m

 



  ZOK-Ex 

ZOK-Ex K16/1123  page 25 

H
az

a
rd

o
u

s 
a

re
a

D
O

N
-*

**
3A

  O
va

l g
ea

r 
fl

o
w

m
e

te
r 

4
-2

0m
A

, 3
-w

ir
e 

cu
rr

en
t 

so
u

rc
e 

w
it

h
 p

o
w

er
 s

u
p

p
ly

 a
n

d
 s

ig
n

a
l s

ep
ar

a
to

r

S
a

fe
 a

re
a

E
xt

. s
u

p
p

ly
 o

r 
lo

o
p

F
lo

w
m

e
te

r 
Z

O
K

-E
3

M
*F

3*
*

L
O

M
 1

6
 A

T
E

X
 2

0
6

2 
X

 /2
   

  
 II

 2
G

 E
x 

ia
 II

C
 T

4
 G

b

F
lo

w
m

et
er

D
O

N
-*

 *
* 

**
 *

* 
H

A
 *

 *

P
ow

er
 a

n
d 

4
-2

0m
A

 in
pu

t

G
ro

u
p 

II
C

, z
on

e
 1

-2
0

 °
C

 ≤
 T

a
 ≤

 6
0

 °
C

po
w

e
r 

su
p

p
ly

 a
n

d
 

si
gn

a
l s

e
pa

ra
to

r

S
u

p
p

ly

S
ig

n
a

l o
u

tp
u

t
m

a
x

. l
o

a
d

p
o

w
er

 s
up

pl
y 

an
d 

si
gn

al
 s

ep
ar

at
o

r

GND 4 3 2 1 - + - +

Control Inputs Input B Input A

Sensor Supply

e
xt

 B
a

tt
S

e
rv

ic
e

S
ta

tO
ut

P
u

ls
eO

ut

O
u

t1

O
u

t2

Switch
OutG

N
D In O

ut

Output
4-20mA

+
V

s

Supply G
N

D

P
E

L
iY

C
Y

2
x0

,5
 m

m
2

L
m

a
x 

=
 1

00
 m

L
iY

C
Y

2
x0

,5
 m

m
2

L
m

a
x 

=
 1

0
 m

H
A

O
U

T
 H

A
/G

A

G
N

D

+
V

s

O
U

T
 D

A

G
N

D
E

x
G

u
id

e
 1

9
 A

T
E

X
 0

0
07

  
  

  
II

 3
G

 E
x 

ic
 I

IC
 T

4
/T

3
 G

c

E
x

G
u

id
e

 1
9

 A
T

E
X

 0
0

07
   

  
 II

 2
G

 E
x 

h
 I

IC
 T

4
/T

3 
G

b
14

  +

15
  -

2 
-

3
8 

 +

97 
 -

2
0

 -
 3

5
V

D
C

1+

8
0

0
 O

h
m

4
-2

0
m

A

U
i =

 2
8 

V
d

c
Ii 

=
 1

00
 m

A
P

i =
 7

00
 m

W
C

i =
 v

e
rn

a
ch

lä
ss

ig
ba

r
Li

 =
 v

er
na

ch
lä

ss
ig

ba
r

-2
0 

°C
 ≤

 T
a 

≤ 
60

 °
C

S
e

ns
or

U
i ≤

 3
2

 V
dc

Ii 
≤ 

10
0 

m
A

P
i ≤

 1
 W

C
i =

 v
er

na
ch

lä
ss

ig
b

ar
Li

 =
 v

er
n

ac
hl

äs
si

gb
ar

-2
0

 °
C

 ≤
 T

a 
≤ 

8
0 

°C

U
o 

=
 8

,2
 V

d
c

Io
 =

 1
00

 m
A

P
o

 =
 7

0
0 

m
W

C
o 

=
 3

 µ
F

Lo
 =

 s
ie

h
e 

Z
en

er
b

ar
rie

re
-2

0 
°C

 ≤
 T

a
 ≤

 6
0

 °
C

R
E

E
D

H
A

L
L

In
p

ut
 e

xt
. s

e
ns

o
rs

P
&

F
 K

F
D

2
-S

T
C

4
-E

x
1

B
A

S
99

A
T

E
X

70
60

X

-2
0 

°C
 ≤

 T
a 

≤ 
60

 °
C

II
 (

1
) 

G
 [

E
x 

ia
 G

a
] 

IIC

U
o 

=
 2

5,
4

 V
dc

Io
 =

 8
6,

8
 m

A
P

o
 =

 5
5

1 
m

W

C
C

   
≤ 

0,
2

nF
/m

C
   

≤ 
1u

H
/m

L
C

C
   

≤ 
0

,2
nF

/m
C

   
≤ 

1
uH

/m
L

si
m

p
le

 a
pp

ar
a

tu
s

C
i  

   
  =

 1
2

 n
F

4
-2

0
m

A

L
iY

C
Y

2

L
m

ax
 =

 1
0

 m
C

C
   

≤ 
0,

2n
F

/m
C

   
≤ 

1u
H

/m
L

2
x0

,5
 m

m

V
e

rs
o

rg
u

n
g

1

78

2

30
0R

28
V

2
0

 -
 2

6
V

D
C

P
E P
&

F
 Z

72
8

B
A

S
 0

1
 A

T
E

X
 7

00
5

-2
0 

°C
 ≤

 T
a 

≤ 
60

 °
C

U
o 

=
 2

8 
V

d
c

Io
 =

 9
3 

m
A

P
o

 =
 6

5
0 

m
W

II 
(1

) 
G

 [E
x 

ia
 G

a]
 II

C
S

u
pp

ly

Z
e

ne
r 

b
ar

rie
r

C
o 

   
  

=
 0

,0
93

u
F

Lo
   

   
 =

 4
,5

 m
H

II
C

II
C

C
o 

   
  

 =
 8

3n
F

L
o 

   
   

=
 4

,1
1 

m
H

II
C

II
C

 



ZOK-Ex 

page 26  ZOK-Ex K16/1123 

H
az

ar
d

o
u

s
 

D
O

N
-*

**
5A

  O
va

l g
ea

r 
fl

o
w

m
et

er
 w

it
h

 p
u

ls
e 

o
u

tp
u

t

S
af

e
 a

re
a

In
pu

t e
xt

. s
en

so
rs

F
lo

w
m

et
er

 Z
O

K
-E

3M
*F

3
**

L
O

M
 1

6
 A

T
E

X
 2

0
62

 X
 /

2
  

   
 II

 2
G

 E
x

 i
a

 II
C

 T
4

 G
b

F
lo

w
m

et
er

D
O

N
-*

 *
* 

**
 *

* 
H

A
 *

 *
D

O
N

-*
 *

* 
**

 *
* 

B
A

 *
 *

D
O

N
-*

 *
* 

**
 *

* 
G

A
 *

 *
D

O
N

-*
 *

* 
**

 *
* 

K
A

 *
 *

Z
en

er
 b

a
rr

ie
r

S
u

p
p

ly

G
ro

up
 II

C
, z

o
ne

 1

-2
0

 °
C

 ≤
 T

a 
≤ 

6
0 

°C

S
u

pp
ly S

e
pa

ra
to

r

S
u

p
p

ly

O
p

to
C

ou
pl

er
 

bo
ar

d
 o

u
tp

ut
S

ig
n

al

GND 4 3 2 1 - + - +

Control Inputs Input B Input A

Sensor Supply

e
xt

 B
a

tt
S

e
rv

ic
e

S
ta

tO
ut

P
u

ls
e

O
ut

O
u

t1

O
u

t2

Switch
OutG

N
D In O

ut

Output
4-20mA

+
V

s

Supply G
N

D

H
A

/B
A

/G
A

/K
A

O
U

T
 H

A
/G

A

G
N

D

+
V

s

O
U

T
 D

A

G
N

D
E

xG
u

id
e 

19
 A

T
E

X
 0

00
7

  
  

  
II

 3
G

 E
x 

ic
 I

IC
 T

4/
T

3 
G

c

P
E

1

78

2

30
0R

2
8V

20
 -

 2
6V

D
C

P
E

E
x

G
u

id
e

 1
9

 A
T

E
X

 0
0

07
  

  
  

II
 2

G
 E

x
 h

 I
IC

 T
4

/T
3

 G
b

L
iY

C
Y

3x
0,

5
 m

m
2

L
m

a
x 

=
 1

0
 m

Li
Y

C
Y

2
x0

,5
 m

m
2

L
m

a
x 

=
 4

0
 m

P
&

F
 K

F
D

2
-S

O
T

3-
E

x1
.L

B
E

X
A

 1
6

 A
T

E
X

 0
0

1
6X

-4
0

 °
C

 ≤
 T

a
 ≤

 6
0

 °
C

II 
3

 (
1

) 
G

 E
x 

n
A

 [
ia

 G
a

] I
IC

 T
4 

G
c

Battery 3,6V/2200mAH

O
pt

oc
o

up
le

r 
B

oa
rd

Battery Size AA
3,6V/2200mAh Size AA
Battery Size AA
3,6V/2200mAh

C
ol

le
ct

or

C
ol

le
ct

or

C
ol

le
ct

or

E
m

itt
er

E
m

itt
er

E
m

itt
er

14 15

2+ 3
-

8 97

Tr
an

s
is

to
r-

au
s

g
a

n
g

1+

O
U

T
2

O
U

T
1

P
ul

se
O

u
t

Li
Y

C
Y

2

L
m

a
x 

=
 4

0
 m

2
x0

,5
 m

m

ex
t.

 s
u

p
p

ly
 o

r 
lo

o
p

S
en

so
r

U
i ≤

 1
8,

5 
V

dc
Ii 

≤ 
1

0
0

 m
A

P
i ≤

 1
 W

C
i =

 2
7

0
n

F
L

i =
 v

er
n

a
ch

lä
ss

ig
ba

r
-2

0 
°C

 ≤
 T

a 
≤ 

80
 °

C

U
o

 =
 8

,2
 V

dc
Io

 =
 1

0
0

 m
A

P
o 

=
 7

0
0 

m
W

C
o

 =
 3

 µ
F

Lo
 =

 s
ie

he
 Z

en
er

ba
rr

ie
re

-2
0 

°C
 ≤

 T
a 

≤ 
60

 °
C

U
i ≤

 3
0 

V
d

c
P

i ≤
 5

5
0

 m
W

C
i =

 v
e

rn
a

ch
lä

ss
ig

b
ar

L
i =

 v
e

rn
a

ch
lä

ss
ig

b
a

r
-2

0 
°C

 ≤
 T

a 
≤ 

60
 °

C

P
&

F
 Z

7
28

B
A

S
 0

1
 A

T
E

X
 7

0
05

-2
0

 °
C

 ≤
 T

a
 ≤

 6
0

 °
C

R
E

E
D

H
A

LL

P
o

w
er

U
i =

 2
8

 V
dc

Ii 
=

 1
00

 m
A

P
i =

 7
00

 m
W

C
i =

 v
er

na
ch

lä
ss

ig
ba

r
Li

 =
 v

e
rn

ac
h

lä
ss

ig
ba

r
-2

0
 °

C
 ≤

 T
a

 ≤
 6

0
 °

C

19
 -

 3
0

V
D

C

C
C

   
≤ 

0,
2n

F
/m

C
   

≤ 
1u

H
/m

L

C
C

   
≤ 

0,
2

n
F

/m
C

   
≤ 

1u
H

/m
L

C
C

   
≤ 

0
,2

n
F

/m
C

   
≤ 

1
u

H
/m

L

si
m

p
le

 a
p

p
a

ra
tu

s

U
o

 =
 1

0
,5

 V
d

c
Io

 =
 1

7,
1

 m
A

P
o

 =
 4

5
 m

W
C

o 
  

  
  =

 2
,4

1 
uF

L
o

   
   

 =
 1

2
1

,5
 m

H
II

C

II
C

II
 (

1
) 

G
 [E

x 
ia

 G
a

] I
IC

U
o

 =
 2

8 
V

d
c

Io
 =

 9
3

 m
A

P
o

 =
 6

5
0 

m
W

C
o

  
  

  
 =

 8
3

n
F

Lo
   

   
 =

 4
,1

1
 m

H
II

C

IIC

 



  ZOK-Ex 

ZOK-Ex K16/1123  page 27 

13. Disposal 

Note! 

 Avoid environmental damage caused by media-contaminated parts 

 Dispose of the device and packaging in an environmentally friendly 
manner 

 Comply with applicable national and international disposal regulations and 
environmental regulations. 

 

Batteries 

Batteries containing pollutants are marked with a sign consisting of a crossed-out 
garbage can and the chemical symbol (Cd, Hg, Li or Pb) of the heavy metal that 
is decisive for the classification as containing pollutants: 

 
    Cd1        Hg2         Pb3   Li4 

 

1. „Cd" stands for cadmium 
2. „Hg" stands for mercury 
3. „Pb" stands for lead 
4. „Li" stands for lithium 
 

Electrical and electronic equipment 
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14. EU Declaration of Conformance 

We, KOBOLD Messring GmbH, Nordring 22-24, 65719 Hofheim, Germany, 
declare under our sole responsibility that the product: 
 
 
Flow Rate Totaliser/Controller  Model: ZOK-E1/E2/E3/E5 
 
 
to which this declaration relates is in conformity with the following EU directives 
stated below: 
 
2014/30/EU  EMC directive 
2011/65/EU RoHS  
2015/863/EU   Delegated Directive (RoHS III) 
 
 
Additionally for devices with power supply option 0: 
 
2014/35/EU  Low Voltage Directive 
 
 
Also, the following standards are fulfilled:  
 
EN 61010-1:2010 + A1:2019 + A1:2019/AC:2019 Safety requirements for 
electrical equipment for measurement, control, and laboratory use - Part 1: 
General requirements 
 
EN 60529:2014 Degrees of protection provided by enclosures (IP Code) 
 
EN IEC 61326-1:2021 Electrical equipment for control, instrumentation 
technology and laboratory use – EMC requirements, Industrial area 
 
EN IEC 63000:2018 Technical documentation for the assessment of electrical 
and electronic products with respect to the restriction of hazardous substances 
 
 

 
Hofheim, 14 Nov. 2023  
 H. Volz J. Burke 
 General Manager Compliance Manager 
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15. EU declaration of conformity (ATEX)  

We, Kobold Messring GmbH, Nordring 22-24, 65719 Hofheim, Germany, hereby 
declare under our sole responsibility and with the aim of traceability that the 
product 
 
 
Product type:   Flow Rate Totaliser/Controller  

Model: ZOK-E1/E2/E3/E5 
 
 
EU type examination certificate:  LOM 16ATEX2062X 
 
 
Complies with all relevant requirements of the following directive(s):  
 
2014/34/EU Equipment and Protective systems intended for use  

in potentially Explosive Atmospheres  
 
 
The following harmonized standards were applied for conformity assessment:  
 
EN IEC 60079-0:2018  Equipment – General requirements  
EN 60079-11:2012   Device protection through intrinsic safety “i”  
 
The above-mentioned product complies with Directive 2014/34/EU. New editions 
may have already replaced one or more of the standards mentioned in the EU 
type examination certificates. Kobold Messring declares that the product 
mentioned in this declaration of conformity either meets the requirements of the 
new editions or is not affected by the changes.  
 
The notified body DEKRA Testing and Certification GmbH, identification number: 
0158, was activated, in accordance with Article 17 of Directive 2014/34/EU, to 
monitor quality assurance related to the production process.  
 
Certificate:  BVS 21 ATEX ZQS/E110  
 

 
Hofheim, 14 Nov. 2023  
 H. Volz J. Burke 
 General Manager Compliance Manager 
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16. ATEX Certificate 
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17. IECEx Certificate 
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